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Redesighed Maintenance Module



The Maintenance List (Demo) N 1Gss

« Job Handler tab for the end user
e Configuration tab for the system designer

&l | Maintenance - = X
Job Handler | Configuration L7)]
S == = i ) )
4 1 AV ]
£) | @ | =i =] \
Complete Restart Refresh Print Open Job Wiew Findin
List [ote Diescription Supervise
Maintenance Job View Job Documents Search
View Filters
Maintenance Jobs Due
All Maintenance Jobs
Area Mame Ibi=zy Object description Title Al Started Activated Acknowledged Completed Progress fue Interval
Mame I P Tupe & P 9 In
3 ﬁ Cases C5.M.124 et purmp 2 C5.M.124 - dnnual .. Periodical 02-07-2010 09:45:04  12-07-201010:57:35 Pending... 12-07-2M0 10:57.48 26,9% 266 days 52 week
ﬁ Cazes CSMAN Met purnp 1 CSMA21 - Annual ... Periadical 02-07-201010:07:00 12-07-201010:57:35 12-07-201010:57:35 12.07-2010 10:57:48 26,9% 2BE days B2 week
ﬁ Cases CS.M121 Met pump 1 CSMI21-Pumpr..  Usedtme 02-07-2010 035356 1,4% 74412 .. 15000 h
ﬁ Cases CS.M.124 Met purnp 2 CSM124-Pumpr.. Usedtime 15-07-2010 08:44:51 0,0% - 15000 h
ﬁ Cases CS.MW.202  Motor valve for net pump 2 C5.MV.202 - Valve ... Changes 13-07-2010 101254 0,0% 242576, 50000 c
B Cases CSMV.201  Motor valve for netpump 1 CS.MV.201 -Valve .. Changes  1307-201010:1324 1307-201010:25.09 D 1o sonoc
= i -
Acknowledged job: C5.M.124 - Annual maintenance check Measured :11:02:28




1. On the Configuration tab,
click New Job.

2. Under Job Type, select
Used Time.

3. In the list of objects, select
the pump p1l.

4. Click OK.
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Job Handler Configuration

">< ! Object Selection for Maintenance lab
Job T
Newdob  Edityfl “ *"°
() Periodical @ Used Time () Changes I Count
Mainten
View Filters Orline
Maintenance Jobs | Object Descr iption Area Type
All MaintenanceJ{ | . 50 vg Global Digital
rainir Jigital
F1814 Feed pump to water treatment  Cazes Digital
F1817 Circulation feed pump to wat...  Cases Digital |:|
Area N : . .
p2 Pump ta section 2 Trainiry a Digital
ﬁ Case P20 Feed pump ta water tank Cases Digital
ﬁ c p3 ‘W ater purmp Training Digital
" ase Jali] Training Digital
ﬁ Case: pb Training Digital
ﬁ Case PE114 Drrainy pump 4 Cages Digital
ﬁ Case PE115 Drrain pump 5 Cases Digital
. FPE116 Drain pump & Cases Digital
ﬁ Case PE117 Drain pump 7 Ci Digital
P00 Sludge out of RT C Digital
DO Cemm . imitnd
4| |
Mo filter - [T] Megate filter

" e—

Type Description

Periodical

Fixed maintenance interval

Counter

Fixed value or counter

Used Time

Hours of operation (digital only)

Changes

Number of state changes (digital only)




Define the maintenance job

1. Inthe Alarm fired when job is
due field, select the alarm to link  [Frewsmeserewmwmw ==

Title:

to the maintenance job. This
. . Job due after: 500/2 States (1)
triggers that the reminder e

appears in both the Maintenance | =
and the Alarm List. Bulptininty .
2. Click the Use Alarm Text button e B

........

to i n Se rt it aS th e titl e . Fird the calibrator in building A121] - Refresh

! Edit Used Time Job (p1 - Calibrate pump) -7 s
3. Specify the maintenance
interval. ot
4. Select the ON state. Only this Cretemmeae T
state will be monitored. s .

5. Enter the next interval in the e Lo o sprl
Next job after field.
6. Enter instructions on the Job
Description tab.
7. Link to an electronic manual on

the File tab.




Handling maintenance alarms

. Select the job in the list.
. Click View Description to view text instructions.
Click View Job File to view linked files.
. Click Acknowledge (works in both Alarm and Maintenance)
. Click Complete when job has been done.

‘-z! | Maintenance - = X
Job Handler | Configuration Q)
G 7 L) @ | = o T \
Acknowledge Complets Restart Refresh Print Open Job Wiew View Job Findin
List Mote Deezcription File Supervise
Maintenar ‘_SfiffslectedJob - CDT‘E\I.EtEd' i Job Documents Search
iew Filters
Maintenance Jobs Due
All Maintenance Jobs
fuyea Mame ﬂgiﬁgt Obiject description Title Mt Type Started | Activated Acknowledged Completed Progress E
ﬁ Training pl Purnp water Calibrate pump Uszed time 18-10-2010 11:17:41 18-10-2010 11:37:36  18-10-201011:37:66 18-10-201011:... 1.1
i caes C3M.124  Netpump2 CSM.124-Pumpr.  Used time 15-07-2010 08:44.51 :
4 Coses CSMV.201  Motor valve fornet p.. CSMV.201-Valve .. Changes 3072010101324 1307-201010:25.09 D
¥ Cases CSMV.202  Motor valve fornetp.. CSMV.202 -Valve ... Changes 13.07-201010:12:54 24
ﬁ Cazes C5.M.124 Met pump 1 C5MA21 - Anrwal .. Periodical 02-07-2010 10:07.00 12-07-201010:57.35  12-07-2010 106735 12.07-201010... 2E
) Cases CSMAZT Netpump CSMA21 -Pumpr..  Used time 02-07-2010 035356 74
ﬁ Caszes C5.M.124 Met pump 2 C5.M.124 - Annwal ... | Periodical 02-07-2010 09 45:.04 12-07-210106735 120720010 10:57:35 2£
L1 i -
Measured :11:41:00



Maintenance jobs in Alarm List

* Clearly marked with Maintenance icon
» Acknowledge in Alarm List or Maintenance List
» Complete only available in the Maintenance List

Gl Active Alarms Active Events =
File Edit “iew Customize Actions Help
IR BsXaB's AR P>
(- Lctive Alarms SMo.  Alar..  Priority Area.. Object Name Alarm Text Start Date Start Time Acknowledge .. Acknowledge .. B *
- Alarm Log 1 321 5 Global  Mode.0.81.0 Commurnication enor on node 0- MO, 1810-2010 11:51:02:003
2 3282 5 Cazez  LTE1SI High Level in Tower 18-10-200 11:51:00:008
3102 5 Cazez  TI-EOW High dlarm 18-10-2010 11:51:00:008
4 Bg42 4 Cazes  LTE15E Hait niveau 18-10-2010 11:60:53:007 1
5 102 5 Cagez  PISPHT High gilarm 18-10-2010 11:60:52:003
B 2051 B Cases  WE137 Funning time errar 18-10-2010 11:50:48:014
% ¥ Foo0 4 Training  pl Calibrate purmp 18-10-2010 11:49:23:843 =
g 212 4 Training gl High alarm level exceeded 18-10-2010 11:43:0%:.010 1
9 21 9 Training g2 Lo alarmn limit exceeded 18-10-200 11:47:54:008 1
1 211 9 Training g4 Loww alarmn limit exceeded 18-10-200 11:4315:017 1
1 210 12 Training g3 High alarrn lirit exceedsd 18-10-200 11422108 1
1 21 4 Global  Driver Comm. port problem on output 30-09-2010 14:55:15:942 1
1 1069 15 Cases  WTHBP=R1=C1-.. ‘“akuumanlzg: Temperatur kelevand ... 30-03-2010 14:38:18:000
1 208 7 Training  +11 Walve blocking 30-09-2010 14:38:14:011 30-09-2010 14:38:14:011 I
1 102 ] Cazes  FI-BSF High &larm 30-09-2010 143811012
1 102 5 Cagez  TISPHT High gilarm 30-09-2010 143811012
1797 [ Traimina  PCTILAR I evrevren wie sbicwn Failad AN N 1.4- 20 N80
4 i | b
For Help, press F1




Enhancements in IGSS V9



Online change of alarm properties N 1Gss

Sometimes the end user T | it | omr | osoimmmmptin
wants to change the alarm I —————
priority. This is now possible e (272
during online supervision.
-~ /] Change Blink:
1. Click the object on the diagram. I e B v T
2. Choose Properties inthe menu. | =7 | S = | e
3. Go to the Edit Mapping tab. ] [ (555 || Cremmnns B e
4. Select the alarm atom you want :
to change and click Edit. ‘ -
5. Change the alarm priority. —
6. Click OK. The change is now |
applied — also to all other stations IS R

in a multiuser system.



IGSS Data Server enhancements 9\ IGSS

e Now handles ALM, BCL and HDM data
(LOG files already supported in V8)

e |GSS Data Server used for data communication instead of
ODBC - significant improvement in performance

e Dashboard — All data handling

e Graphs —Standard graphs and user-defined graphs

e Alarm log — Historical alarms

e Object Historian — Historical data

e All reports —standard and custom reports

e Direct access to IGSS Data Server monitor from IGSS Master



Convert projects directly in

|IGSS Master

™ s6ss

All IGSS projects from IGSS V4 and upwards will now be converted
directly when opened in IGSS Master.

The version will be automatically recognized and converted to IGSS V9 format.

IG55 Master

S

3
/ 1
| |
e ® 4

The project file DAIGSS Configs\IGS5800Demo_RMS\Demo.ELM is in an
old format for an earlier version of IG55 (version 7.0.0.0) and must be
converted before it can be used with this version of 1G55.

Do you want to convert the project now?

(Please make a backup of the project now if you want to retain the
project files).

e )




More details in these videos " IGSS

This topic ... Is treated in this video ...

IGSS Control Center (IGSS Master) 29
Standard Reports 12
Custom Reports in Excel 18
|IGSS Maintenance 17

Enhancements in IGSS V9 28



Presentations and Exercises Q\ IGSS

Find presentations and exercises on the IGSS website

WWW.igss.com
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